BAFFLE BOARDS

Baffles are required to provide a flow length between inflow point and outlet equal to twice the effective trap/basin width.

\[ L_e = L_1 + L_2 \]

Plan views

Set elevation at \( \frac{1}{2} \) of the dry storage (wet storage elevation + dry storage elevation / 2) or 6 in below weir crest (outlet) whichever is lower.

Posts minimum 4 in square or 5 in round set at least 3 ft into the ground.

Sheets of 4 ft x 8 ft x 1/2 in CDX exterior grade plywood or equivalent.

Existing ground

4 ft center to center